


Do Not over tighten!
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Weighted Relief Valve Installation and Operation

Republic Blower Systems
Weighted Relief Valves

Remove Snap Ring to Adjust
Incremental Weight Plates

Mount Valve in Vertical Position

Lubricate mating surface with 30-weight
oil.  There should be a light film of oil 

on the plunger at all times.
Weight Plates

Plunger

Use Teflon Tape on all Threads
(Hand Tighten to prevent deformation or 

galling of the aluminum threads.)


